Introduction
Urban rail transit systems are mostly electrically DC type. Usually in these systems for reducing the costs, running rails are used as the return current paths. Because of the electrical resistance of rails against the flow of traction currents and also rail to ground conductivity (despite rail-to-ground insulations), parts of the return current that flow from trains to traction substations leak to the ground. These leaking currents are called stray currents (as shown in Fig. 1 ). Stray currents can enter their neighboring metallic infrastructures and, as a result of anodic interactions, cause electrochemical corrosions in their leakage path.
The amount of electrochemical mass reduction as a result of anodic interaction due to flow of current i(t) from a metal to an electrolytic environment can be gained as below (1) in which C is the electrochemical coefficient and is based on the type of the metal, electrolyte, and chemical calculations. For example, C is 9.11 KgA -1 Year -1 for iron. It means that a current of 1 ampere can oxidize 9.11 kilograms of iron per year. This can reduce the safety and the life time of structures and infrastructures in tunnels. The corrosions caused by stray currents yield a total loss of $500 million each year to the American railway system [1] . When a train is running, especially during its accelerating time, the traction supply current can sometimes reach 6000 amperes. Since the resistance of rails is between 15 to 20 mΩKm -1 , the return current can face a voltage drop of up to 120 VKm -1 . This voltage, due to inadequate insulations of rails and their underlying structures, allows the current to leak to the ground. Stray current control is usually done via improvements performed to transportation systems or the neighboring ground structures. Increasing the resistance between rail and ground is a very effective method in reducing stray currents. The increase in resistance reduces the tendency of return current to flow in any path other than the rails. Other methods for avoiding corrosions include cathodic protection, rail insulation, traction voltage increase, employment of proper rails that have very low electrical resistance and usage of proper grounding systems in traction substations. Despite application of the mentioned methods for controlling stray currents, some portion of the traction current would still flow through the ground instead of the rails to reach the negative terminal of the substation. In this paper, by discussing the ways for using stray current collection mat and grounding system via simulations, the effects of collector cables and stray current collection mats below the rails are described.
Many papers, published between 1995 and 2005, discussed and examined various grounding systems in railway transportation. In addition, general techniques for reducing voltage and stray current levels were discussed in these papers. "Paul" specifically examined grounding in power grid systems of subways [2] . "Goodman", for the first time, calculated the rail voltage and stray current profiles. His calculations were not computer aided and instead based on simple hypothesis [3] . Later, "Case" used Π model to investigate a diode grounding system and compared it with EN50122-2 standard [4] . "Lee" used the floating models instead of "Case"'s proposed Π model [5, 6] . Although Lee's model benefited from high accuracy, it showed no significant different results. In the mentioned papers, the effects of grounding systems on voltage and stray current profiles were investigated. Despite mentioning corrosion in the previous papers, it was "Cotton" who, for the first time, discussed the influence of soil structures and stray current collection mats on corrosion performance of metallic infrastructures. The outcome of his survey was software that analyzed and studied influences of soil and current collection mats on corrosion of metallic infrastructures [7] . "Cotton" discussed the importance of stray current reduction in DC rail transit systems and proposed usage of stray current collection mats. Also, he talked about the influences of his proposed system's performance and resistivity of soil on stray currents and the resulting corrosions [8] .
"Lee" used the floating model to simulate and investigate stray currents and their effects on underground structures. He used a coefficient of 0.1V voltage increase of these structures as a high stray current leakage in these systems. In the end, he proposed some methods for reducing stray currents by improving railway systems and the neighboring structures [9] .
In this research, after a brief introduction of Tehran Metro line 4, the present methods used for simulation and analysis of stray currents are investigated and later stray current and touch potentials are studied by simulating the current path between two substations of line www.intechopen.com 4. The simulations are performed for various grounding scenarios of traction substations and the influence of stray current collection mats, under various scenarios, and effective parameters on performance improvement of the collection system, in the simulated line, are discussed. In the end the stray current and touch potential of rails under presence and absence of the stray current collection mats, in the worst scenarios, and movement of four trains from three stations, with the middle station not having a traction substation, are investigated.
Fig. 2. Tehran Metro line 4 plan

An introduvtion of Tehran metro line 4
Tehran metro line 4 is the forth subway line in Tehran with a length of 25 Km and comprises 22 stations. It is stretched from the west to the east part of the city and is equipped with 18 traction substations. The details of the substations are shown in tables 1 and 2. The total trip time in line 4 is 42 minutes, which includes 25 seconds of dwell time in each station. At the most crowded hours, the train headways reach 2 minute cycles. Fig. 2 shows the line 4 plan.
Each traction substation is supplied with two rectifier transformers that have nominal powers of 2.5 or 3.3 MW. The required power is supplied directly by 63 KV power grid of Tehran Regional Electric Co. in B4, H4 and R4 substations, and is then stepped down to 20 kV via 3×2 (63 to 20kV) transformers ( Fig. 3 ). After that, it is distributed in LPSs (Lighting and Power Substations) and RSs (Rectifier Substations) by means of separate 20 kV rings. For a 750V power supply, under full load and setting of 6%, the substation output voltage has a voltage drop of 45V. Since the train requires high power amounts during its acceleration, the RS should be able to supply the extra required load. Based on class VI in www.intechopen.com compliance with IEC146 standard, the RS should be capable of a constant load supply of 100%, a nominal load supply of 150% for a period of 2 hours and a nominal load supply of 300% for a period of 1 minute. Based on its internal resistance, at 300% overload times, the voltage drop in the RS would be around 135V.
Fig. 4. The order of rolling stock cars
The trains comprise 8 cars and weigh around 274 tons without passengers and 379 tons in normal transit conditions ( Fig. 4 ). The traction power is supplied from 750V voltage source and from the third rail. Each train includes 16×200kW traction motors. The maximum train speed and acceleration is 80 kmh -1 and 0.2 ms -2 , respectively. The rolling resistance equation (i.e., the Davis formula) is 1.57+0.00106V 2 for the traction mode and 1.97+0.0025V + 0.00106V 2 for the breaking mode. Also, the internal auxiliary power consumption of each train is 125 kW.
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Stray current modeling
For simulation of a DC traction network and analysis of stray currents, two different methods can be used. The first method is based on the floating model and distributed elements [5, 6] . In this method, distributed elements like rail conductance and resistance per unit length are used for the calculations, and by utilizing the floating equations, the equations for stray current and touch voltages of rails are determined. Equations (2) and (3) show the current and voltage in various parts of the rail, respectively as below:
in which i(x) is the rail current, v(x) is the rail voltage,  is the propagation constant (= RG ), 0 R is the characteristic resistance of the rail (= / RG ), c 1 and c 2 are the equitation constants and determined based on the boundary values, R is the resistance per unit length of the rail and G is the leakage conductance between the rail and the ground. Although this method has the ability of determining quantities in each part with high accuracy, it has a low flexibility and therefore for various structures, many of its equations should be altered.
The second method is based on using concentrated elements or Π line model in the DC mode. In this method, the line is divided into sections with equal lengths and each section is modeled with a rail to ground resistance and conductance ( Fig. 5 ). In most applications, selecting the length of each section as 100 meter creates a good accuracy for stray current determination. Each substation is modeled via its Thevenin equivalent (i.e., a voltage source and an equivalent resistance) or Norton equivalent circuit. The train is also modeled via a time-varying current source. Finally, based on proposed model and node analysis rules, rail surface potential and the current amount profiles are resolved. The linear equation for node analysis is as below: [4] ns Ye i   (4) in which n Y is the node admittance matrix, e is the node voltage matrix and s i is the node current sources matrix. In the node admittance matrix, ii y entry is the sum of all conductances tied to the ith node and ij y is the negative of the sum of all conductances between the ith and the jth nodes. Also, si i is the sum of all currents entering the ith node. The currents entering the positive and exiting the negative nodes are also considered here. The node voltage matrix is the unknown matrix that is determined by solving the above equation. This matrix actually represents the amount of rail surface voltage.
Fig. 5. Simplest form of discrete Norton line model for two stations and rail
Because of the existence of resistance network, the admittance matrix is symmetrical and has a positive determinant. The voltage of the station rectifier can be determined from the DC load distribution of the traction network. The current amount in the I T current model, which is the train model, can be determined from the train's current -velocity equations. Fig. 6 shows the calculation steps based on this model in a DC railway network. According to the presented flowchart, at first, based on the train time schedule, the locations of various trains are determined and then each substation voltage is gained by distributing the load through the system. Also, the traction current of each train is determined according to the velocity of that specific train. Finally, by solving the node equations, the touch voltage and stray current for each node are calculated. [10] Although this method is not as accurate as the first one, selection of 100-meter sections creates the acceptable preciseness required for analysis of stray currents. Besides, this method allows simulating and modeling different structures with minimal changes in them. Since all the equations in this method are linear, the simulations have an acceptable performance. 
Modeling the line and determining the parameters
For line modeling, Fig. 7 schematic is used, in which V dc is voltage of the DC busbar, I t is the train model, R rr is the resistance per unit length of the rail, R rm is the rail to mat resistance, R mm is the resistance per unit length of the mat and R mg is the mat to ground resistance. Also, R g is the resistance of the substation ground. The type of grounding can be defined based on the way the negative substation busbar is connected to the ground; if, as shown in Fig. 7 , S 1 key is closed, the system is grounded and if this key is open, the system is floating. If a diode is used instead of S 1 key, then the system is diode grounded.
The amount of I t current varies based on the train velocity and is calculated from the power consumption of traction motors and the Davis formula. Fig. 8 shows the relation between the current and speed of the traction motors.
The parameters used in the simulation are determined from the available line 4 characteristic data, the available standards, references [8] , [11] and division of the line into equal 100 meter cells. According to the manufacturers' data, R rr is 1650 µΩ (i.e., with 5% corrosion, the resistance per unit length of the rail is 16.5 µΩm -1 .) The rail to soil conductivity, based on the type of foundation, is 10 Ωkm -1 and therefore R rm is assumed to be 100Ω. Assuming the special resistance of steel as 15.9 µΩcm -1 , a corrosion coefficient of 5% and a cross sectional area of 1800mm 2 for the underground stray current collection mat, the amount of R mm is calculated as 12mΩ. The stray current collector cable with a cross sectional area of 185mm 2 is assumed to have a resistance per unit length of 180 µΩm -1 . The R mg is assumed to be 1Ω. Since the grounds in I3G4 and F4 stations have the lowest resistance values, the line between the two stations, which is 1274 meters long, is selected for the simulation. Fig. 9 shows the time-speed relation for this line.
As shown here, the train starts its movement with acceleration of 0.75 ms -2 and after 330 meters reaches a speed of 80kmh -1 . Then the supply from the power source is cut and the train runs the rest of the line as the result of its inertia, and its speed starts to decrease. After 1150 meters the dynamic brakes are engaged and the train begins to stop. Fig. 10 . Current -location curve of traction motor Fig. 10 shows the current-speed curve in the line. It shows the total train consumed current for all the 16 traction motors. Since stray current effect on metallic structure in long term, in this analysis transition currents and the current related to train auxiliary power have been ignored. Also, the train regenerative current is lossed on the resistors located on the train.
Simulation results and analysis
For analyzing level of the stray current for Tehran Metro line 4, the simulations are performed under various scenarios. In the first scenario, while no collection system is utilized, effect of grounding systems on current leakage from rail is studied; then in the second scenario while the reinforcement grid exit in the second stage of concrete under rail, effect of electrical continuity of this grid on controlling and collecting stray current is investigated. In the next scenario, stray current collector cable is added to collection mat and in the last part, previous scenarios are considered on the passenger stations (without traction substations).
Effect of grounding systems
This part is when no stray current collection system is utilized and train is assumed to be running and 2 below cases are studied:
At first, while the train is in a specific location, the stray current and rail potential is observed along the whole line (case I) later, the stray current is studied for a specific location, while the train moves along the whole line (case 2) finally, the effects of the collection mats and then the collector cable, in addition to the mats, are investigated.
Case Ι
The first mode is when the train is at a location 100m from the start substation and is accelerating, while a current of 4400 amperes is fed to the train via the third rail. Such that, a current of 4060 amperes is fed to the train from the nearest substation. Fig. 11 shows the leakage current from rail and fig.12 shows potential of running rail along the way for three different grounding systems. Fig. 11 . Leakage current from rail for three different grounding system when the train is 100 meters away from the initial substation www.intechopen.com Fig. 12 . The rail touch potential for three different grounding systems when the train is 100 meters away from the initial substation It can be concluded from the presented graphs that in all three grounding system, the current is leaking from the rail to the ground in locations where rail to ground voltage is positive, and the amount of current flow depends on the rail voltage with respect to ground. In solidly grounded systems, due to the zero voltage at the substation and the positive rail to ground voltage, stray current leakage is observed in all locations of the line. In diode grounded system less stray current leakage is observed, since the rail voltage is negative at the substation. The reason for this is that diodes turn on only when the voltage of their cathode is -0.8v less than their anode voltage. In ungrounded system, the stray currents case is much improved. In the first half of the line, from the train to the substation, stray currents leak and flow from the rail to the ground (since the rail to ground voltage is positive,) and in the second half of the line, the leaked stray current flow back to the rail. The cumulative stray current in the floating system is 0.136 amperes, while it is 0.33 amperes in the diode grounded and 0.42 amperes in direct grounded systems. Fig. 13 . The rail touch potential in three different grounding systems when the train is 300 meters away from the initial substation www.intechopen.com When the train is 300 meters away from the initial substation, its current amount reaches a maximum of 4960 amperes. From this current, 3814 amperes are supplied by the first and 1146 amperes are supplied by the second substation. Because of the increase in traction current in this case, the stray current and touch potential are also amplified for the three grounding systems (Fig. 13 -14) . As it is shown, touch potential in grounded system in nearly zero in substations and it's positive in other locations. Also it's approximately twice that of the floating system in train location. In this case, the amount of rails stray current increases to 1.1 amperes in the grounded system, 1.0 amperes in the diode grounded system and 0.3 amperes in the floating system. Leakage current from rail for the three different grounding systems when the train is 300 meters away from the initial station
Case ΙΙ
At first the investigation is done for a location that is 100m away from the initial first substation. Fig. 15 presents the resulting stray current for the grounding systems. As shown, the floating system has the lowest amount of stray current among all the existing grounding systems, and when the train is more than 200 meters away from the initial substation, current return from the ground to the rail is also observed. In the grounded system of Fig.  15 , at all points of the rail, current leakage, which is more than the other systems, is observed. The highest amount of stray current is observed when the train is near the 100 meter point.
In solidly and diode grounded systems, in which the rail voltage about the substation is zero, even after the train has passed location 100m, the rail voltage near the substation remains positive and the current leakage continues, although at lower magnitudes. The traction current, however, increases up to location 330 m. In the floating system when the train passed location 200m, the rail voltage at location 100m point become zero and the flow of stray current stops. However, further train running makes the voltage of this location negative and therefore the stray current flows back to the rail. Fig. 16 shows the stray current at location 300 m in the line. Like the previous instances, the stray current is at its peak when the train is also at this location. At location 300m, due to sufficient distance from the substation, unlike location 100 m, always in all grounding system, when there is current flow, the touch potential is positive and stray current exists. (c ) Fig. 16 . The stray current at position 300 m, on the rail in case ΙΙ for A) Floating system b) solidly grounded system c) Diode grounded system Fig.17 shows the stray current at location 1000 m from the initial substation. The voltage at this location is just similar to the voltage at location 100 m, however the stray current is lower and the current amount that returns from the rail to this point is higher. In the floating system, since this location is closer to the first substation, its voltage remains negative and the current keeps flowing back to the rail. 
Using stray current collection mat
The simulations in this section are performed assuming the presence of a reinforcement bars. If the metal bars in the concrete under the rail intersect with each other, they collect main portions of stray currents due to creating a low resistance path for conducting these currents from rail to traction substation. So this collection mat result increasing leakage current from rail because of making return path to traction substation. Some portions of stray currents leak from the rail to metal bars of the reinforced concrete and continue to flow through the underlying concrete structure. If this current is not returned to the substation through a specific current path, the current leak from the concrete structure to the ground would create corrosions in the metal bars of the concrete. In fact for executing reasons, the mats are installed in sections with length of 100 m such that there is a gap of nearly 100 mm between sections. If there is no electrical connections (by wire or cable) between separate sections of mat, entering current to this structure cause severe damages to them. In the first part, this metallic structure is consumed disconnected and there is no direct return path to substation for current that enters which results are shown is fig. 18 .
In this case, in the floating system, stray current leak from the rail when the train is at location 100m from the first substation is 1.37 amperes, of which 0.06 amperes flows through the concrete's metallic structure and causes severe damages to this structure. When the train is at location 300m, the stray current becomes 0.3 amperes, of which 0.145 amperes flows through the collection mat. Also about 50% of stray current from rail doesn't enter to this mat. To overcome this flaw, in addition to interconnecting all parts of the mat to each other, a path for connecting the collection mat to the negative busbar of the substation should be provided. This connection is done by means of a diode that helps having cathodic protection and making the current flow one directional (Fig. 19) . Fig. 19 . Using the concrete metallic structure as the stray current collection mat Fig. 20 shows the stray current from rail when the train is at locations 100m and 300m from the first substation and the stray current collection mat is used. Because of the mat to ground resistance and connection of the mat to the negative busbar by the diode, the situation here is like that of the diode grounded system. In this case, although the substation ground is considered floating, the substation voltage remains around zero (which is the diode on voltage) and the rail touch potential at the train's location becomes more than the floating system's voltage and, as a result, the stray current increases. Fig.21 shows the current which captured by the collection mat and as shown this amount has increased compared to previous part. However, as shown in Fig. 22 , a large portion of the stray current is collected by the collection mat and only a small portion of it leaks to the ground. In this case, the total rail output current at locations 100m and 300m are 0.33 and 1.01 amperes, respectively, of which 0.065 and 0.099 amperes leak to the ground, respectively, and the rest is collected by the mats. Using equation (5) for evaluating the efficiency of the stray current collection system, the system performance becomes 81% at position 100m and 90% at position 300m. (5) in which Collected I is the amount of stray current collected by the mats and st I is the total stray current that has leaked from the rail. As shown in Fig. 22 , the highest amount of stray current leakage occurs in the middle point of the line. The reason for this is the long distance of this position from the substations. Although the highest stray current is observed at location 300m, the stray current at location 600m is also high and is 70% of the stray current amount at location 300m. Besides, since location 600m has the highest distance from the line terminating substations, the resistance remains high at this location for stray currents that enter the mats, and this makes this middle position to have the highest rate of stray current leakage to ground in the entire line. Fig. 23 , the efficiency of the collection system, based on changes of the cross sectional area of the mat is presented. As mentioned before, the mats used in Tehran Metro line 4 have cross sectional areas of 1800 mm 2 . The higher the cross sectional area of the mat, the lower its resistance per unit length and the higher its stray current collection amount would be. R mm is 27.4 mΩ for a cross sectional area of 700 mm 2 and 8 mΩ for a cross sectional area of 2400mm 2 . Fig. 23 shows the graph for the time the highest traction current supply, when the train is at position 300 m. www.intechopen.com Cross-Sectional area of the mesh (mm 2 ) Efficiency of the Collection system (%) Fig. 23 . Efficiency of Stray current collection system based on changes of the cross sectional area of the mat at location 300 m (the worst scenario)
Using stray current collector cable
Due to the problems in building a continuous collection mat system, existence of current in the mat system increases the chance for stray current leakage from the mat system itself (especially at connection points). For protecting and retaining high efficiency of the mat system, stray current collector cables are used. Stray current collector cables are installed alongside the rail and they are, at specific locations (e.g., connection points,) connected to the underlying stray current collection mat. In this way these cables provide a low resistance and insulated parallel current path that canalizes and directs the main part of the mat currents to the negative busbar of the substation (Fig. 24 ).
Fig. 24. Using stray current collection mat and cable
The collector cable not only creates a suitable path for the currents collected by the collection mat, but also avoids current leakage to ground due to its insulation. It directs all the collected currents to the negative substation busbar. Fig. 25 shows the rail stray current for a line with a collector cable and when the train is at locations 100m and 300m from the initial substation. Since stray current collection mat resistance changes in comparison to resistance between rail and mat are so small, the leakage current from rail is not that much different from the previous scenario ( fig.20) in floating system. But in comparison, the current captured by collection mat has increased ( fig.26 ) and the current leakage to the ground has significantly decreased (Fig. 27) . When the train is at location 300m, the total rail output current is 1.01 amperes, of which 0.049 amperes leak to the ground. In this case the efficiency of the collector system is 95%. When the train is at location 100m from the initial substation, the total rail current output is 0.33 amperes, of which 0.043 amperes enter the ground. The collector system's efficiency is 87% in this case. The reason for the small effect of the collector cable on system efficiency at location 100m is the closeness of this location to the initial substation. At this short distance of the train from the substation where the rails have high current output amounts, the substation voltage cannot decrease enough so as to turn the current collector diode on. As a result, the current leakage to the ground remains high and the collector cable shows no significant effect on system efficiency. Fig. 28 shows the collector system efficiency based on the cross sectional area of the utilized cable, when the cross sectional area of mat is constant. Creation of a low resistance current path and insulation from the ground (via the collector cable) significantly decreases the stray current leakage to the ground. Changes in the cross sectional areas of the cable have effects around 1~2 % on the efficiency of the collector system. Resistances of cables with cross-sectional areas of 90 mm 2 and 270 mm 2 are 36 mΩ and 12 mΩ, respectively. Fig. 28 . Efficiency of the collector system based on the cross sectional area of the cable Fig. 29 . Using the stray current collection mat and cable with two connection points between the mat and the cable.
www.intechopen.com
The type of collector cable connections to the mats can be also changed. The above simulations were for scenarios where the mats were connected to the cables only at one point (Fig. 24 ). In Fig. 29 , the mats are connected to the collector cables at two points. Figs 30-32 show stray current leakage from the rail, current leakage to the ground and the stray current collected by the collector system. In this case, the rail stray current becomes 1.01 amperes and the total stray current becomes 0.04, which creates an increase in system efficiency to 96.1%. Fig. 32 . The stray current collected by the mats when the train is at location 300 m from the initial substation and the cable and mat are connected at two points.
Simulation results in the case of usage passenger stations without traction substation
Some stations in line 4 of Tehran Metro are equipped with electrical substations. The traction power in these stations is supplied form substations of the neighboring stations. The train traction current should return to these substations via the running rails. Since the current path, compared to the previous cases, is increased, different stray current amounts and rail potentials are observed in these stations. The shorter headways between trains can result in presence of multiple trains in neighboring stations. The minimum headway in line 4 is planned to be two minutes. In this part of the research, in order to study one of the worst scenarios, the effect of presence of four trains at the following section is investigated. For this purpose, P4 station (which has no substation) and its neighboring O4 and Q4 stations (which have substation) are discussed.
In order to analyze the stray current and rail potential, four trains are assumed to be in the following locations: The order of the trains is shown in Fig. 33 . It is assumed that all of the trains here start their trips simultaneously and follow the same trip profile. The mentioned parameters are investigated when the trains have traveled 300 m from their initial stations and require the highest amount of traction current. The order of trains, in this case, is shown in Fig. 34 . Fig. 34 . Location of trains when they are 300m away from their initial stations.
www.intechopen.com Fig. 35 shows the rail stray current for the southern and northern lines when no collection mats is used. It is obvious that current leakage in P4 station is more than any other location in the line. These numbers also indicate that the rail potential is high in the neighborhood of these stations. The total rail stray current in the southern and northern line is 1.6 and 1.26 amperes for the floating system, 5.87 and 5.55 amperes for the diode grounded system, and 6.17 and 5.84 amperes for the solidly grounded system, respectively. These numbers are for the times when all 4 trains are consuming their maximum traction supply current from the network.
Utilizing stray current collection mats under the rails, with the previously mentioned characteristics, would highly minimize the amount of stray current leakage to the ground. Fig. 36 presents the rail voltage, rail stray current, stray current leakage to the ground and the stray current collected by the mats in the current scenario. In this case, the stray current leakage from the southern and northern lines is 5.95 and 5.51 amperes, respectively; however, only a current of 1.14 amperes leaks to the ground. In fact, the efficiency of the collector system is 90%. The system efficiency can be further improved by using a collector cable alongside the underlying collection mat, which results in even lower stray current leakage to the ground. Fig. 37 shows the rail potential and currents in a system that has both the collection mat and the collector cable. In this system, stray current leakage from the southern and northern line is 5.96 and 5.52 amperes, respectively. Also, the current leakage to the ground is 0.71 amperes, which results in system efficiency of 94%. 
Conclusions
Based on the performed simulations, it can be concluded that among the existing grounding schemes, the solidly grounded system creates the highest amounts of stray current. Using floating ground systems reduces the stray currents leakage. The systems that create direct rail to ground connections increase the corrosion rates significantly. The higher the connection current and the longer the time, the higher the magnitude of the resulting corrosions would be.
The metallic mats of track-beds and foundations increase the stray current leakage to the ground. The stray current travels through the mat and creates metallic corrosion in system terminations. If the mats are used as low resistance paths for absorbing stray currents and directing them to the substations, not only the corrosions of the mats, but also damages to the neighboring structures are avoided. For this purpose, the detached structures are bonded to each other and finally connected to the negative busbar of the substation. Employing stray current collection mats greatly reduces current leakages to ground. Increased cross sectional areas (of cables) and unified connectivity would further improve system efficiency and protection of the mats against corrosions. Stray current collector cables are also used for increasing system efficiency and protecting against corrosions. These cables are insulated from the ground and by collecting the stray currents from the mats, greatly diminish current leakages to soil. The cables can be connected to the collection mats at specific locations. The number of connections depends on the magnitude of stray current at a specific location.
Using collection systems as mats can help collect more than 0.85 of rails stray currents. Also addition of cables to these systems further boosts the system lifetime and stray current collection up to 0.94.
However, usage of stray current collection system causes floating system acts like diode grounded system, but as shown in the last scenario, use of voltage control device is necessary in stations without traction substations.
At locations where there is negative current leakage to the ground, the health of the existing metallic structures is threatened. Therefore it is recommended to use stray current and metallic structures voltage changes monitoring systems, at these locations, that conform to EN50122-2 standard [12] .
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